1 1/2" WATER SERVICE W/ RPZ & BFP
NOT TO SCALE

NOTES:
1. 12" MIN. SEPARATION REQUIRED BETWEEN YOKE CENTERLINE AND TOP OF METER BOX.
2. RPZ MUST BE LOCATED AT THE POINT OF DELIVERY. IF RPZ IS LOCATED IN THE BUILDING, AN ADDITIONAL DOUBLE CHECK VALVE IS REQUIRED AT THE POINT OF DELIVERY.
3. METER SHALL BE FURNISHED AND SET BY JOHNSTON COUNTY.
4. IF THE METER BOX IS LOCATED IN A TRAFFIC AREA A CONCRETE METER BOX, BROOKS,No. 38-H WITH 12" EXTENSION SHALL BE USED.
5. ALL MATERIALS USED IN THE POTABLE WATER SYSTEM MUST BE NSF61 AND NSF372 CERTIFIED AND MEET THE LATEST FEDERAL SAFE DRINKING WATER ACT REQUIREMENTS.