NOTE
MANHOLE LID MUST OPEN OUT FROM CENTER OF MANOLE.

ALUMINUM ACCESS HATCH
HALLIDAY, BILCO, OR APPROVED EQUAL (MIN. 3.0' X 3.0')

NOTES:
1. INSIDE OF MANHOLE SHALL BE FACTORY EPOXY COATED MIN. 50 MIL SURFACE DRY. EPOXY SEALER PRIME COATING AND FINISH COATING SHALL BE APPROVED BY THE COUNTY PRIOR TO INSTALLATION.
2. A THERM MODEL 524 HOIST BASE MUST BE PROVIDED FOR BASKET REMOVAL.

FLOW
ALUMINUM OR STAINLESS STEEL BASKET W/ 1/2" OPENINGS
SLOPE
GROUT
ALUMINUM OR STAINLESS STEEL GUIDERAIL W/ STAINLESS STEEL WALL BRACKETS ANCHORED INTO CONCRETE

FLOW

SECTION

PLAN

BASKET STRAINER MANHOLE
NOT TO SCALE